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Federal Dams.
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1) Spillway will not pass 50 percent of the Probable Maximum Flood.
2) Overtopping could result in dam failure.
3) Dam failure significantly increases the hazard to loss

of life downstream.
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PHASE I REPORT

NATIONAL DAM SAFETY PROGRAM
I

Name of Dam New Horticultural Farm Dam
State Located Missouri
County Located Howard County
Stream Cottonwood Creek Offstream
Date of Inspection June 1, 1979

/

New Horticultural Farm Dam was inspected by an inte sciplinary
team of engineers from Hoskins-Western-Sonderegger, Inc. OThe purpose
of the inspection was to make an assessment of the general conditions
of the dam with respect to safety, based upon available data and
visual inspection, in order to determine if the dam poses hazards to
human life or property. !

I I l
The guidelines use' in the assessment were furnished by the

Department of the Army,'Office of the Chief of Engineers and developed
with the help of several Federal and State agencies, professional
engineering organizations, and private engineers. Based on these
guidelines, this dam is classified as a small size dam with a high
downstream hazard potential. Failure would threaten life and property.
The estimated damage zone extends approximately one mile downstream of
the dam. Within the damage zone is the town of Franklin with many dwell-
ings,/roads, and commercial buildings.

inspection and evaluation indicates that the spillway does
not meet the criteria set forth in the recommended guidelines for a
small dam having a high hazard potential. Considering the number of
residences in the downstream floodplain,the Probable Maximum Flood is
the appropriate spillway design flood. The spillway will pass the
100-year flood (flood having a one percent chance of being exceeded
in any year) without overtopping the dam. The spillway will pass
30% of the Probable Maximum Flood without overtopping the dam. The
Probable Maximum Flood (PMF) is defined as the flood that may be ex-
pected from the most severe combination of critical meteorologic and
hydrologic conditions that are reasonably possible in the region. -

No design data were available for this dam. Seepage and stability
analyses comparable to the requirements of the "Recommended Guidelines
for Safety Inspection of Dams" were not available, which is considered
a deficiency. These analyses should be obtained in the future.

V
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Other than seepage outcrops in the right abutment trough and
downstream from the toe, no other deficiencies were found. The
dam appears to be in very good condition and is well maintained.

Rey'S. Decker
E-3703

Gordon Jamison

Michael McMeekin
E-4776

Harold P. Hoskins
Chairman of Board
Hoskins-Western-Sonderegger, Inc.
E-8696

S

- I 1 - J



wi

LAJ

0



PHASE I INSPECTION REPORT
NATIONAL DAM SAFETY PROGRAM

NEW HORTICULTURAL FARM DAM - MO 10790
j HOWARD COUNTY, MISSOURI °

SECTION 1 - PROJECT INFORMATION

1.1 GENERAL

a. Authority. The National Dam Inspection Act, Public Law
92-367, authorized the Secretary of the Army, through the
Corps of Engineers, to initiate a program of safety in-
spection of dams throughout the United States. Pursuant
to the above, the St. Louis District, Corps of Engineers,
District Engineer directed that a safety inspection of New
Horticultural Farm Dam be made.

b. Purpose of Inspection. The purpose of the inspection was
to make an assessment of the general condition of the dam
with respect to safety, based upon available data and
visual inspection, in order to determine if the dam poses
hazards to human life or property.

c. Evaluation Criteria. Criteria used to evaluate the dam
were furnished by the Department of the Army, Office of
the Chief of Engineers, in "Recommended Guidelines for
Safety Inspection of Dams," Appendix D to "Report of the
Chief of Engineers on the National Program of Inspection
of Dams," dated May, 1975, and published by the Department
of the Army, Office of the Chief of Engineers.

1.2 DESCRIPTION OF PROJECT

a. Description of Dam and Appurtenances.

(1) The dam is an earth fill about 500 feet in length and
26 feet in height. It is located in the greatly roll-
ing loess covered hills just north of the Missouri
River.

(2) The spillway consists of a vegetated earth channel
excavated into the right abutment hillside, leading
to a 7.5 foot diameter concrete morning-glory drop
inlet, outletting into a 12 inch diameter steel pipe.

(3) Pertinent physical data are given in paragraph 1.3 below.

-1-
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b. Location. The dam is located in the south central portion
of Howard County, Missouri, as shown on Plate A-2. The dam
is shown on Plate A-1 in the SW of Section 29, T49N, R16W.
The lake formed behind the dam is shown in the SW of
Section 29, T49N, R16W, and the SE of Section 30, T49N,
R16W.

c. Size Classification. Criteria for determining the size
classification of dams and impoundments are presented in
the guidelines referenced in paragraph 1.1c above. Based
on these criteria, this dam and impoundment is in the small
size category.

d. Hazard Classification. Guidelines for determining hazard
classification are presented in the same guidelines as
referenced in paragraph 1.1c above. Based on referenced
guidelines, this dam is in the High Hazard Classification.
The estimated damage zone extends approximately one mile
downstream of the dam. Within the damage zone is the town
of Franklin with many dwellings, roads, and commercial
buildings.

e. Ownership. The dam is owned by the University of Missouri,
Room 1-43, Agricultural Building, Columbia, Missouri 65211.
Attention: Dr. Donald Hegwood.

f. Purpose of Dam. The dam impounds an 8 acre lake used for
supplemental pump irrigation. The dam also provides erosion
and flood control.

g. Design and Construction History. It was reported by Dr.
Audrie Hibbard of the University of Missouri that the dam
was designed by the Agricultural Engineering Department
of the University and that it was constructed in 1954.
Mr. Herb Biesemeyer, Farm Manager for the University of
Missouri, reported that the riprap on the upstream face
had been placed in 1976.

h. Normal Operating Procedure. There are no operating facili-

ties for this dam.

1.3 PERTINENT DATA

a. Drainage Area. 86.4 acres (0.135 square miles).

-2-
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b. Discharge at Damsite.

(1) All discharges at the damsite are through an uncontrolled

modified morning-glory type spillway, funneling down
to a 12" CMP conduit. A 535 ft. canal delivers water
from the damsite to the principal spillway.

(2) Estimated maximum flood at damsite--unknown.

(3) The principal spillway capacity varies from 0 c.f.s.
at elevation 635.0 feet to 8.4 c.f.s. at the minimum
top of canal berm (elevation 636.3 feet).

4

(4) Total spillway capacity at the minimum top of canal
berm is 8.4 c.f.s. .

c. Elevations (feet above M.S.L.).

(1) Top of dam - (low point) - 637.6
(2) Top of canal berm - (low point) - 636.3
(3) Spillway crest (at canal entrance) - 635.0

(4) Spillway crest (at morning-glor49 - 634.0
(5) Streambed at centerline - 611.7-
(6) Maximum tailwater - unknown

d. Reservoir. Length (feet) of maximum pool - 12 00 -

e. Storage (Acre-Feet).

S1) Top of dam - 89- +

2) Spillway crest - 60-

f. Reservoir Surface (Acres).

(1) Top of dam - 13t +

(2) Spillway crest - 8-

g. Dam.

(1) Type - earth fill +
(2) Length - 500 feet -

(3) Height - 26 feet

-3-
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(4) Top Width -14 to 15 feet
(5) Side slopes
()(a) Downstream - 2.5H on 1V (measured)

(b) Upstream - 2H on 1V (measured, exposed)
(6) Zoning - unknown
(7) Impervious core - unknown
(8) Cutoff - unknown
(9) Grout curtain - unknown

(10) Wave protection - limestone riprap
(11) Internal drainage - unknown

h. Diversion Channel and Regulating Tunnel. None

i. Spillway.

(1) Principal

(a) Type - Vegetated earth channel, leading to a
7.5 foot diameter concrete morning-glory drop
inlet, with 12 inch diameter corrugated metal
pipe (CMP) outlet.

(b) Crest (invert) elevation - Earth channel injet =
635 feet ±, morning-glory crest = 634 feet -

+i

(c) Length - Earth canal = 5 5 feet -
CMP = 130 feet -

(d) Regulating Outlets. None

*1
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SECTION 2 - ENGINEERING DATA

2.1 DESIGN

No design data were available for this dam.

2.2 CONSTRUCTION

No construction data were available. It was reported by Dr. Hibbard
that the dam was built in 1954. Mr. Biesemeyer reported that the rip-
rap on the upstream face was added in 1976.

2.3 OPERATION

No data were available on spillway operation.

2.4 EVALUATION

a. Availability. No data were available.

b. Adequacy. The field surveys and visual observation pre-
sented herein are considered adequate to support the con-
clusions of this report. Seepage and stability analyses
comparable to the requirements of the "Recommended Guide-
lines for Safety Inspection of Dams" were not available,
which is considered a deficiency. These seepage and
stability analyses should be performed for appropriate
loading conditions (including earthquake loads) and made
a matter of record.

c. Validity. Not applicable.

O
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SECTION 3 - VISUAL INSPECTION

a 3.1 FINDINGS

a. General. A visual inspection of the New Horticultural Farm
Dam was made on June 1, 1979. Engineers from Hoskins-
Western-Sonderegger, Inc., Lincoln, Nebraska making the in-
spection were: R. S. Decker, Geotechnical; Gordon Jamison,
Hydrology; M. McMeekin, Civil Engineer. Mr. Herb Biesemeyer,
Farm Manager for the University of Missouri, accompanied the
inspection team. Dr. Audrie Hibbard of the University of
Missouri was interviewed in Columbia prior to the inspection.

b. Dam.

(1) Geology and Soils (abutment and embankment). Materials
on the uplands and on the abutments consist of deep CL
loess (probably Winfield and Menfro soils which have
silty clay and clay loam subsoils) overlying limestone.
No bedrock was exposed in the area, but it probably
consists of Osagean cherty limestone of middle
Mississippian age. Foundation materials for the dam
consist of loess on the abutments and reworked loessial
alluvium in the valley. Bedrock in this area does not
control the seepage or stability characteristics of the
foundation. It was reported by Mr. Biesemeyer that
material for the dam was borrowed from the adjacent
hillsides and that it was good CL. Borings on the dam
showed good CL material to a depth of 3 feet.

(2) Upstream Slope. The upstream slope is well covered
with limestone riprap. The plating is 2.5 to 3 feet
thick with 6 to 8 inch nominal size rock and a good
deal of rock at 8 to 12 inches in size. Riprap extends
to the top of the dam. The slope looks excellent with
no indication of erosion, slumps or deformations.

(3) Crest. The crest is well vegetated with adapted grasses.
The centerline profile is somewhat irregular with a
variance of about 2 feet in elevation. No cracks, pot
holes, ruts, rodent holes or deformations were noted on
the crest.

(4) Downstream Slope. The downstream slope is very well
vegetated with adapted grasses. No rodent holes,
cracks, slumps or other abnormal deformations were
noted. Slight seepage was noted along the center toe
of the dam downstream from about stations 2+50 to 3+50.

-6-
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No boils were observed and all effluent was clear.
Total discharge from the left end was estimated at
0.1 gal/min. A considerable amount of seep outcrops
in the right abutment trough downstream from stations
3+50 to 4+50. The seep outcrops in the trough at
about elevation 620 which is about 8 feet above the
floodplain level. The seepage is collected in a drain
ditch along the toe of the right abutment hillside.
Total effluent, some 50 feet below the dam, was esti-
mated at 1-2 gal/min. All seep is clear and no boils
were observed. The drain is iron stained. Borings on
the slope some 6 feet above the toe were only moist to
a depth of 3 feet. The source of the seepage is
unknown but it would appear that most of the seepage
is passing through the abutments and under the base of
the dam. Seepage from a phreatic zone through the
embankment should have produced near saturated soils
on the slope which were not observed.

(5) Miscellaneous. The excellent vegetative cover and the
plastic nature of materials in the dam would indicate
that it could probably withstand significant overtopping
without serious damage.

c. Appurtenant Structures.

(1) The spillway consists of a vegetated earth channel about
500 feet in length excavated into the right abutment
hillside. The spillway outlets into a modified concrete
morning-glory drop inlet,exiting into a 12 inch diameter
CMP conduit. The earth channel has 10 foot ± bottom
width with side slopes of 6H-7H on 1V and grade of 0.2%
±. The morning-glory drop inlet crest is 7.5 feet in
diameter tapering inward to connect with a 12 inch CMP
exit 4.5 feet below the crest. The 12 inch pipe conduit
exits on a grade of about 25%. The earth channel is
very well vegetated with adapted grasses. No slides,
slumps or signs of erosion were noted in the channel.
The morning-glory inlet is covered with a steel grate
trash rack which was clear and open. Concrete in the
spillway inlet looked good with no significant deteriora-
tion. No deterioration was noted in the corrugated metal
pipe (CMP) exit conduit. The CMP outlets into a small
stilling basin which is overgrown with grass, shrubs and
vines. The scour hole and exit channel appear to be stable.
Water in the scour hole shown in photo 15 and grass clip-
ping on the trash rack (photo 11) would indicate that

-7-
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this section of the spillway has operated. However, such
flow through the morning-glory inlet could also be the
result of interception of surface runoff by the earth
channel section of the spillway system. It was reported
by the farm manager, Mr. Biesemeyer, that this spillway
had operated one time but there was no indication of
recent flows in the vegetated earth channel.

(2) Drawdown facilities. There are no drawdown facilities
for this dam.

d. Reservoir Area. No slide, slumps or signs of significant
erosion were noted around the shoreline. The reservoir is
bordered by good grass pasture.

e. Downstream Channel. The channel downstream from the spill-
way is lined with trees and shrubs. It is well vegetated and
appears to be stable.

3.2 EVALUATION

This dam appears to be in very good condition. Additional studies
would be required to determine the effect of seepage on the sta-
bility of the structure. The excellent vegetative cover and the
plastic nature of materials in the dam indicate that it could
withstand significant overtopping without serious damage to the
dam.

-
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SECTION 4 -OPERATIONAL PROCEDURESI
4.1 PROCEDURES

There are no controlled outlet works for this dam. The pool
level is controlled by rainfall, infiltration, evaporation
and the capacity of the uncontrolled spillway.

4.2 MAINTENANCE OF DAM

Maintenance on this structure appears to be very good. Vegetative
growth is controlled by regular mowing. No trash was observed in
the reservoir or spillway. Erosion on the upstream face has been
effectively controlled.

4.3 MAINTENANCE OF OPERATING FACILITIES

No operating facilities exist at this dam.

4.4 DESCRIPTION OF ANY WARNING SYSTEM IN EFFECT

There is no warning system in effect for this dam.

4.5 EVALUATION

There does not appear to be any serious potential of failure
of this structure.

-9

-9-'



SECTION 5 - HYDRAULIC/HYDROLOGIC

5.1 EVALUATION OF FEATURES

a. Design Data. No design data were found for this dam.

b. Experience Data. The drainage area, reservoir surface area,
and elevation-storage data were developed from the USGS
Franklin, Missouri 7 1/2 minute topographic quadrangle map.
The hydraulic computations for the spillway and dam over-
topping discharge ratings were based on data collected in
the field at the time of the field inspection.

c. Visual Observations.

(1) It was determined from field data that the canal berm
on the left side of the spillway canal would overtop
before the actual dam would overtop. The berm is lowest
in the general area of the morning-glory spillway
(low point at station 10+00). The high point of the
berm profile was at station 7+00.

(2) The limestone riprap on the upstream face of the dam
appears to be in very good condition. It appears to
be of sufficient size and approximately 3 feet thick.

(3) Concrete in the modified morning-glory spillway is good
and from the appearance of the CMP conduit at the exit
and entrance it is also in good shape.

d. Overtopping Potential. The spillway is too small to pass
50% of the probable maximum flood without overtopping.
The spillway will pass the 100-year flood.

Water will flow over the spillway canal left berm at approxi-
mately 0.1 PMF. Water will flow over the berm during the
100-year flood. The dam could probably withstand significant
overtopping without serious damage.

The results of the routings through the dam are tabulated in
regards to the following conditions:

-10-
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Freeboard Time
Inflow Outflow Maximum Top of Dam Dam

f Discharge Discharge Pool Min. Elev. Overtopping
Frequency c.f.s. c.f.s. Elevation 637.6 Hr.

10 Yr. 170 8 635.9 + 1.7

100 Yr. 320 20 636.6 + 1.0 -

0.5 PMF 770 570 638.3 - 0.7 2-

PMF 1,540 1,430 638.8 - 1.2 5+

*0.3 420 170 637.6 0

*Percent PMF passed by spillway.

According to the recommended guidelines from the Department of the
Army, Office of the Chief of Engineers, this dam is classified as
having a high hazard rating and a small size. Therefore, the 1/2 PMF
to PMF is the test for the adequacy of the dam and its spillway.

The estimated damage zone is described in Paragraph 1.2d in this
report.

t
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SECTION 6 - STRUCTURAL STABILITY

6.1 EVALUATION OF STRUCTURAL STABILITY

a. Visual Observation. This dam appears to be structurally
stable. The embankment slopes and the CL materials
in the dam should provide adequate safety against shear
failures for a dam of this height, even with development
of the full phreatic line which was not apparent at the
time of inspection. Analyses presented in Section 5 of
this report indicate that 50% of the Probable Maximum
Flood will overtop the dam by 0.7 foot for a period of
about 2 hours. The effect of such overtopping on the
structural and erosional stability is not known but it
would appear that it would not seriously affect the in-
tegrity of this structure.

b. Design and Construction Data. No design or construction
data were available. Seepage and stability analyses com-
parable to the requirements of the "Recommended Guidelines
for Safety Inspection of Dams" were not available, which
is considered a deficiency. These seepage and stability
analyses should be performed for appropriate loading con-
ditions (including earthquake loads) and made a matter of
record.

c. Operating Records. There are no controlled operating
facilities for this dam.

d. Post Construction Changes. It was reported by Mr. Biesemeyer
that erosion on the upstream face was repaired and the rip-
rap was installed in 1976.

e. Seismic Stability. This dam is located in Seismic Zone 1.
An earthquake of the magnitude predicted in this area is
not expected to cause structural failure of this dam.

C

-12-
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SECTION 7 - ASSESSMENT/REMEDIAL MEASURES

7.1 DAM ASSESSMENT

a. Safety. There does not appear to be any serious potential
of failure of this dam. Seepage and stability analysis
were not available. Additional studies would be required
to determine the source of and the effects of abutment and
foundation seepage on structural stability and to determine
the effect of overtopping on structural and erosional
stability.

b. Adequacy of Information. Due to the lack of engineering
data, the conclusions in this report are based upon per-
formance history and visual observations. Seepage and I
stability analyses comparable to the requirements of the
"Recommended Guidelines for Safety Inspection of Dams"
were not available which is considered a deficiency.

c. Urgency. The items recommended in paragraph 7.2 should
be pursued on a high priority basis.

d. Necessity for Phase II. Phase II investigation is not con-
sidered necessary.

e. Seismic Stabiit . This dam is located in Seismic Zone 1.
An earthquake o this mzgnitude is not expected to be
hazardous to this dam.

7.2 REMEDIAL MEASURES

a. Alternatives.

(1) Additional information should be obtained on the
topographic characteristics of the reservoir area.
The spillway size and/or height of the dam should
be increased to pass the appropriate spillway
design flood. The berm or bank along the spillway
channel should be raised to prevent overtopping
by the 100-year flood.

(2) The services of an engineer experienced in the
design and construction of dams should be obtained
to evaluate the present reservoir storage capacity,
to perform seepage and stability analyses of the
present dam and to design protective measures, if
required.

-13
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b. 0 & M Procedures. Present maintenance procedures
appear to be very good and should be continued.
However, it is recommended that measures be taken
to monitor the amount and nature of the seepage,

U along with lake levels, to determine any changes
in seepage characteristics
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PHOTO NO. 2 - UPSTREAM SLOPE FROM LEFT ABUTMENT
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PHOTO NO. 3 -CREST FROM LEFT END
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PHOTO NO. 4 -DOWNSTREAM SLOPE FROM LEFT END

PHOTO NO. 5 -LOOKING UPSTREAM FROM STA. 2 + 00

PLATE B-3



PHOTO NO. 6 -LOOKING DOWNSTREAM FROM STA. 2 + 00

PHOTO NO. 7 -LOOKING DOWNSTREAM AT SEEP AREA FROM STA. 3 +50
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PHOTO NO0. 9 LOOENTRNC ONSPILLAY N RPIGHTLIDEY
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PHOTO NO. 10 - LOOKING DOWNSTREAM IN SPILLWAY. ROD AT LOCATION J
OF MORNING GLORY STRUCTURE

(
PHOTO NO. 11 - OVERVIEW OF MORNING GLORY STRUCTURE
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PHOTO NO. 12- MORNING GLORY ENTRANCE TO PIPE SPILLWAY

PHOTO NO. 13 -LOOKING UPSTREAM IN SPILLWAY FROM END DIKE

PLATE B-7



PHOTO NO. 14 -LOOKING DOWNSTREAM FROM END DIKE OF EARTH
SPILL WAY TO PIPE OUTLET

PHOTO NO. 15 -OUTLET END OF PIPE SPILLWAY
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PHOTO NO. 16 - LOOKING UPSTREAM PAST OUTLET END OF PIPE SPILL-
WAY TO DIKE AT END OF EARTH SPILLWAY
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PHOTO NO. 17 - SEEPAGE FROM TOE OPPOSITE STA. 4 + 00±
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PHOTO NO. 18 - OVERVIEW FROM HIGH ON LEFT ABUTMENT
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HYDROLOGIC COMPUTATIONS

1. The SCS dimensionless unit hydrograph and the systemized computer
program HEC-1 (Dam Safety Version), July 1978, prepared by the
Hydrologic Engineering Center, U.S. Corps of Engineers, Davis,
California, were used to develop the inflow hydrographs.

a. Twenty-four hour, 100-year rainfall for the dam location was
taken from the data for the rainfall station at Jefferson
City, Missouri as supplied by the St. Louis District, Corps
of Engineers, per their letter dated 6 March 1979. The
twenty-four hour probable maximum precipitation was taken
from the curves of Hydrometeorological Report No. 33 and
current Corps of Engineers and St. Louis District policy
and guidance for hydraulics and hydrology.

b. Drainage area = 0.135 square miles (86.4 acres).

c. Time of concentration of runoff = 11 minutes (computed from
"Kirpich" formula).

d. The antecedent storm conditions for the probable maximum
precipitation were heavy rainfall and low temperatures which
occurred on the previous 5 days (SCS AMC III). The antecedent
storm conditions for the 100-year precipitation were an average
of the conditions which have preceded the occurrence of the
maximum annual flood on numerous watersheds (SCS AMC II).
The initial pool elevation was assumed at the crest of the A
spillway canal at the entrance (on ( of dam).

e. The total twenty-four hour storm duration losses for the 100-
year storm were 3.56 inches. The total losses for the PMF
storm were 2.18 inches. These data are based on SCS runoff
curve No. 84 and No. 69 for antecedent moisture conditions
SCS AMC III and AMC II respectively. The watershed is composed
of primarily SCS soil groups B and C (Menfro-Lindley-Norris
Association); and consists of grass and orchard, of which
some is contoured and terraced.

f. Average soil loss rates = 0.10 inch per hour approximately.

2. The discharge ratings for the spillway were developed using equa-
tions for weir and full conduit flow. They are as follows:

PLATE D-1
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a. Morning-glory weir flow equation (Qw = C2RH 3 2 where C =
weir coefficient = 4.0

R = Radius of weir, ft. = 4.25
H = total head, ft.

b. Full conduit flow equation (Q / =2H aKpL
1+Ke +Kb pL

where a = cross-sectional area of pipe, ft2 = 0.785
H = total head, ft.
K = coefficient for entrance loss = 0.5
K = coefficient for bend loss = 0.75
Kb = coefficient for pipe friction loss = 0.1157
L = length of pipe, ft. = 148.7

The spillway discharge rating was developed as follows. The
modified morning-glory weir and conduit ratings were first
developed and merged. This rating was then assumed to be in
effect at the entrance to the spillway canal. As the canal
berm at the downstream end (Sta. 10+00) overtops before the
dam does it was necessary to compute flow over the berm and
then route it upstream to the entrance of the spillway canal.
The weir/conduit rating was then merged with the berm overflow
rating to develop a rating for the spillway canal with control
at the entrance on center line of actual dam. The berm overflow
discharge was routed upstream in the canal using the HEC-2
surface water profile program.

The flows over the dam crest were developed using the HEC-1 (Dam
Safety Version) program with a discharge coefficient of 2.9 and a
value of 1.5 for the head exponent.

3. Floods were routed through the reservoir using the HEC-1 (Dam Safety
Version) program to determine the capabilities of the spillway and
dam embankment crest. The output and plotted hydrographs are
attached herewith.

I
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